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ELA Power Delivery Performances

Weather Impact
07/31-08/02 Event



Summary

The following is a summary of the Entergy system performance in areas affected by the weather
events on the week of 07/31/23-08/02/23.

W StormWatch Weather Event Update for Entergy:
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Wind and lightning data provided in region-specific slide
Strong, straight-line winds
Wind gusts up to 56 mph
Areas of heavily concentrated lightning
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Approximately 285 additional support personnel were engaged
in storm restoration for this event.

~50 linemen/leadership from surrounding regions

~90 Dline Contractors

~115 Vegetation Contractors

~30 Tline contractors
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Peak Outage Data

Legal_Entity_Name v Day v BetweenStorm Times? ~

Sum of hCIs
Total
. E-LA Peak Outage total of 14,022 Customers
Interrupted at 07/31 around 5:45pm.
14000 L
Over 90% of customers restored within
12000 approximately 4.5 hours.
10000 E-LA experienced continuing weather causing
oo additional outages and a second peak of 2,535
u Total Customers Interrupted at 08/02 around 4:45pm.
6000
Customers were essentially restored by 08/04
4000 around 11:30am.
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EGSI-East

Summary of Outages
Over 200 Outage Cases

29,841 Customers Interrupted
16,526 Cls from Distribution
13,315 Cls from Transmission

50% of Distribution Outage Cases attributed to “Lightning”
18% of Distribution Outage Cases attributed to “Vegetation”

Four total Transmission Outages Cases

3 Outage Cases attributed to “Lightning”, and each restored in ~2 hours
1 Outage Case attributed to “Equipment Failure”

Summary of Weather
High level of lightning activity

Wind speeds:
Strong, straight-line winds

55.2 mph gust observed at Baton Rouge observation station (BTR) on 07/31

56.4 mph gust observed at Gonzales observation station (REG) on 07/31

Temperature/Humidity:
High temperature of 100 on 07/31-08/02
Varying levels of humidity

Baton Rouge Lightning Activity Ju

Signal Ka &
¢ -213.00--61.00
® -6099--2400
e .2399-5.00

® 501-48.00

®  4801-207.00
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Distribution Line Outages

* Over 200 outages cases contributing 16,177 CIs.
50% of outages cases attributed to Lightning contributing 5,526 Cls

18% of outages cases attributed to Vegetation contributing 3,938 Cls

17% of outages cases attributed to Equipment Failure contributing
4,812 Cls




Transmission Line Outages

» Two transmission lines sections experienced outages due to wind,
lightning, and debris resulting from the storm.

» Until transmission faults were isolated, multiple substations lost their
transmission source.

» The Transmission lines were sectionalized, faults isolated and
transmission sources to substations restored by 6:45PM on 07/31.

* Alimited amount of distribution customers experienced prolonged outage
until transmission line structures were rebuilt

» The overall Transmission response took three transmission crews 4 days
to restore assets to service.

* Pictured Above - Damaged transmission
structures with distribution underbuild
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